
DPW Fuel Island Repairs

• Water penetration into spill buckets and sensor sumps
• No lead spill bucket cover ring broken
• Installation of required dispenser water sensors
• Replacement of sensor covers and manway covers
• Replacement of nolead leak detection conduit
• Replacement of no lead leak detector manway ring and cover
• Install rain gutters on 2 canopies
• Repair canopy exterior



Replace rusted out leak detector conduits 



Install canopy rain gutters



Replace sensor cover and manway cover



Install required dispenser water sensors



Replace manway covers and sensor sump covers



Replace spill bucket rings on both no lead and 
diesel fill ports


